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 DISCLAIMER 
 This report was prepared as the result of work sponsored by the 

California Energy Commission. It does not necessarily represent 
the views of the Energy Commission, its employees or the State 
of California. The Energy Commission, the State of California, its 
employees, contractors and subcontractors make no warrant, 
express or implied, and assume no legal liability for the 
information in this report; nor does any party represent that the 
uses of this information will not infringe upon privately owned 
rights. This report has not been approved or disapproved by the 
California Energy Commission nor has the California Energy 
Commission passed upon the accuracy or adequacy of the 
information in this report.  
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PREFACE 

The Public Interest Energy Research (PIER) Program supports public interest energy 
research and development that will help improve the quality of life in California by 
bringing environmentally safe, affordable, and reliable energy services and products to 
the marketplace. 
This document is one of 33 technical attachments to the final report of a larger research 
effort called Integrated Energy Systems: Productivity and Building Science Program 
(Program) as part of the PIER Program funded by the California Energy Commission 
(Commission) and managed by the New Buildings Institute.  
As the name suggests, it is not individual building components, equipment, or materials 
that optimize energy efficiency. Instead, energy efficiency is improved through the 
integrated design, construction, and operation of building systems. The Integrated 
Energy Systems: Productivity and Building Science Program research addressed six 
areas: 

♦ Productivity and Interior Environments 
♦ Integrated Design of Large Commercial HVAC Systems  
♦ Integrated Design of Small Commercial HVAC Systems 
♦ Integrated Design of Commercial Building Ceiling Systems 
♦ Integrated Design of Residential Ducting & Air Flow Systems 
♦ Outdoor Lighting Baseline Assessment 

The Program’s final report (Commission publication #P500-03-082) and its attachments 
are intended to provide a complete record of the objectives, methods, findings and 
accomplishments of the Integrated Energy Systems: Productivity and Building Science 
Program. The final report and attachments are highly applicable to architects, 
designers, contractors, building owners and operators, manufacturers, researchers, and 
the energy efficiency community. 
This document is the Appendices to Windows and Offices Report (Product # 2.6.10c) 
and contains the technical supporting analysis for the conclusions in the Windows and 
Offices Report. 
The Buildings Program Area within the Public Interest Energy Research (PIER) 
Program produced these documents as part of a multi-project programmatic contract 
(#400-99-413). The Buildings Program includes new and existing buildings in both the 
residential and the non-residential sectors. The program seeks to decrease building 
energy use through research that will develop or improve energy efficient technologies, 
strategies, tools, and building performance evaluation methods. 
For other reports produced within this contract or to obtain more information on the 
PIER Program, please visit www.energy.ca.gov/pier/buildings or contact the 
Commission’s Publications Unit at 916-654-5200. All reports, guidelines and 
attachments are also publicly available at www.newbuildings.org/pier. 



ABSTRACT 

This document is the Appendices to Windows and Offices Report (Product #2.6.10) and 
contains the technical supporting analysis for the conclusions in the Windows and 
Offices Report. 
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1. STATISTICAL ANALYSIS RESULTS 

In this section results from the models developed for statistical analysis are 
presented for both the Call Center and Desktop study. For the different models, 
first a Descriptive Statistics table is presented that shows all the variables 
considered (Variable), the total number of records analyzed (N), mean (Mean), 
standard deviation (StdDev), min and max (Minimum and Maximum) for each of 
the variables. Following this, the reduced model table is presented. The reduced 
model consists of only those variables that showed up with more than 90% 
significance (<0.1 p-value) in the full model (not presented). For each variable, 
the beta coefficient (Estimate), standard error (SE), T-value (Tvalue) and P-value 
(Pvalue) are presented.  

1.1 Call Center Study Models 
In the Call Center study models, the outcome variable, average handling time, 
was measured in seconds.  A negative estimate in the ‘Reduced model’ tables 
indicates a faster and hence better performance.  
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Variable N Mean StdDev Minimum Maximum
Average Handeling Time 1171 6.87          1.20          1.85          9.32               

Indoor Air Temperaure 1171 0.28          0.91          (2.33)         2.23               
Total Calls Answered 1171 328.94      57.32        289.30      527.80           
Floor Register Status 1171 1.91          1.27          -            4.00               
Number of Task Lights 1171 0.94          0.31          -            2.00               
Personal Fan 1171 0.26          0.44          -            1.00               
Partition Height 1171 2.88          0.37          1.00          3.00               
Primary View 1171 2.37          1.24          -            5.00               
Break View 1171 2.65          1.89          -            5.00               
First Hour of Shift 1171 0.05          0.21          -            1.00               
Distance to North Wall 1171 1.83          4.07          -            15.00             
Distance to South Wall 1171 2.45          4.25          -            13.00             
Part Time Worker 1171 0.11          0.31          -            1.00               
Team Leader 1171 0.05          0.22          -            1.00               
Population 1171 89.05        3.91          81.00        98.00             
group a 1171 0.07          0.25          -            1.00               
group b 1171 0.10          0.30          -            1.00               
group c 1171 0.10          0.30          -            1.00               
group d 1171 0.07          0.26          -            1.00               
group e 1171 0.11          0.31          -            1.00               
group f 1171 0.12          0.32          -            1.00               
group g 1171 0.11          0.31          -            1.00               
group h 1171 0.11          0.31          -            1.00               
group i 1171 0.12          0.32          -            1.00               
Daylight (nL) 1171 1.29          1.20          -            3.59               
Electric Light (nL) 1171 3.44          0.37          2.56          3.89               
Total Light Range (nL) 1171 1.96          1.25          -            4.02               
Average Seconds to Answer (nL) 1171 4.07          0.16          3.79          4.37               
Years on Job (nL) 1171 6.62        1.21        5.00        9.11               

Figure 1: September Daily model, descriptive statistics 

 
Variable Estimate SE Tvalue Pvalue

Intercept 2.87          0.91          3.15          0.00          
Total Light Range (nL) 0.12          0.03          3.95          <.0001
Average Seconds to Answer (nL) 0.63          0.19          3.25          0.00          
Floor Register Status (0.17)         0.03          (6.09)         <.0001
Number of Task Lights 0.50          0.12          4.29          <.0001
Partition Height 0.37          0.12          3.10          0.00          
Primary View (0.08)         0.04          (1.96)         0.05          
Break View (0.08)         0.03          (2.77)         0.01          
Years on Job (nL) 0.06          0.03          1.83          0.07          
Team Leader (1.31)         0.19          (6.90)         <.0001
group a 0.54          0.15          3.55          0.00          
group b 0.71          0.14          5.24          <.0001
group c 0.48          0.12          3.85          0.00          
group d 0.31          0.13          2.35          0.02          
group e (0.22)         0.11          (1.96)         0.05          
group g (0.38)         0.11          (3.37)         0.00          
group h (0.28)       0.13        (2.17)       0.03         

Root MSE 1.076
R-Square 0.211  

Figure 2: September Daily model 
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Variable N Mean StdDev Minimum Maximum
Average Handeling Time 832 7.00          1.25          2.08          9.32          

Daylight (nL) 832 1.49          0.97          -            3.21          
Daylight Range (nL) 832 0.88          0.78          -            2.80          
First Hour of Shift 832 0.07          0.25          -            1.00          
Indoor Air Temperaure 832 74.33        0.88          71.60        76.88        
Outside Air Delivered 832 1.15          0.35          0.14          2.01          
Total Calls Answered 832 32.44        7.57          9.00          57.70        
Average Seconds to Answer (nL) 832 4.08          0.47          3.50          5.98          
Floor Register Status 832 1.22          1.63          -            4.00          
Number of Task Lights 832 0.95          0.31          -            2.00          
Personal Fan 832 0.21          0.41          -            1.00          
Partition Height 832 2.85          0.39          1.00          3.00          
Primary View 832 2.42          1.26          -            5.00          
Break View 832 2.75          1.76          -            5.00          
Electric Light (nL) 832 2.86          0.80          0.78          3.94          
Total Light Range (nL) 832 2.36          1.28          -            3.76          
Years on Job (nL) 832 6.62          1.17          5.08          9.12          
Distance to North Wall 832 1.69          3.85          -            15.00        
Distance to South Wall 832 2.86          4.59          -            13.00        
Part Time Worker 832 0.11          0.31          -            1.00          
Team Leader 832 0.05          0.21          -            1.00          
Population 832 58.09        5.48          24.00        73.50        
group a 832 0.08          0.27          -            1.00          
group b 832 0.09          0.28          -            1.00          
group c 832 0.08          0.27          -            1.00          
group d 832 0.06          0.24          -            1.00          
group e 832 0.11          0.32          -            1.00          
group f 832 0.11          0.31          -            1.00          
group g 832 0.11          0.32          -            1.00          
group h 832 0.11          0.32          -            1.00          
group i 832 0.13        0.33        -          1.00           

Figure 3: November Daily model, descriptive statistics 

 
Variable Estimate SE Tvalue Pvalue

Intercept 2.89          1.14          2.54          0.01          
Daylight (nL) 0.13          0.04          2.94          0.00          
Total Calls Answered (0.08)         0.02          (4.11)         <.0001
Average Seconds to Answer (nL) 0.44          0.24          1.82          0.07          
Floor Register Status (0.05)         0.02          (2.10)         0.04          
Partition Height 0.38          0.13          3.00          0.00          
Break View (0.10)         0.02          (3.98)         <.0001
Years on Job (nL) 0.12          0.05          2.26          0.02          
Distance to North Wall (0.02)         0.01          (1.81)         0.07          
Team Leader (1.15)         0.22          (5.17)         <.0001
Population 0.06          0.01          4.78          <.0001
group e (0.74)         0.17          (4.40)         <.0001
group f (0.64)         0.16          (4.01)         <.0001
group g (0.60)         0.16          (3.69)         0.00          
group h (0.69)         0.17          (4.05)         <.0001
group i (0.40)       0.21        (1.89)       0.06         

Root MSE 1.110
R-Square 0.223  

Figure 4: November Daily model 
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Variable N Mean StdDev Minimum Maximum
Average Handeling Time (nL) 6200 1.93          0.39          0.29          3.17          

Daylight (nL) 6200 1.45          1.07          -            3.76          
Floor Register Status 6200 1.19          1.62          -            4.00          
Number of Task Lights 6200 0.94          0.32          -            2.00          
Personal Fan 6200 0.19          0.40          -            1.00          
Partition Height 6200 2.88          0.34          1.00          3.00          
Primary View 6200 2.42          1.25          -            5.00          
Break View 6200 2.79          1.75          -            5.00          
Electric Light (nL) 6200 2.85          0.79          0.78          3.94          
Total Light Range (nL) 6200 2.40          1.26          -            3.76          
Years on Job (nL) 6200 6.65          1.19          5.08          9.12          
Total Calls Answered 6200 33.38        9.88          6.40          61.20        
Average Seconds to Answer (nL) 6200 4.02          0.54          3.48          5.76          
Indoor Air Temperaure 6200 74.53        1.08          71.08        77.14        
Population 6200 59.81        11.95        18.00        75.00        
Outside Air Delivered 6200 1.19          0.45          0.12          2.06          
Distance to South Wall 6200 2.97          4.62          -            13.00        
Distance to North Wall 6200 1.66          3.86          -            15.00        
Part Time Worker 6200 0.10          0.31          -            1.00          
Team Leader 6200 0.02          0.13          -            1.00          
First Hour of Shift 6200 0.06          0.23          -            1.00          
Last Hour of Shift 6200 6.93          7.18          -            42.91        
group a 6200 0.08          0.27          -            1.00          
group b 6200 0.10          0.30          -            1.00          
group c 6200 0.08          0.27          -            1.00          
group d 6200 0.06          0.24          -            1.00          
group e 6200 0.11          0.31          -            1.00          
group f 6200 0.11          0.31          -            1.00          
group g 6200 0.11          0.32          -            1.00          
group h 6200 0.11          0.31          -            1.00          
group i 6200 0.12        0.33        -          1.00           

Figure 5: November Hourly model, descriptive statistics 
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Variable Estimate Error Tvalue Pvalue
Intercept 0.76        0.42        1.80        0.07         

Floor Register Status (0.01)         0.00          (3.05)         0.00          
Partition Height 0.09          0.02          4.75          <.0001
Break View (0.01)         0.00          (4.43)         <.0001
Electric Light (nL) (0.03)         0.01          (3.43)         0.00          
Years on Job (nL) 0.01          0.01          1.66          0.10          
Total Calls Answered (0.01)         0.00          (9.18)         <.0001
Average Seconds to Answer (nL) 0.07          0.01          5.47          <.0001
Indoor Air Temperaure 0.01          0.01          1.69          0.09          
Population 0.01          0.00          10.03        <.0001
Outside Air Delivered (0.04)         0.01          (2.93)         0.00          
Distance to North Wall (0.00)         0.00          (2.68)         0.01          
Team Leader (0.18)         0.04          (4.45)         <.0001
group c (0.06)         0.02          (2.51)         0.01          
group e (0.17)         0.02          (7.87)         <.0001
group f (0.15)         0.02          (7.41)         <.0001
group g (0.15)         0.02          (6.96)         <.0001
group h (0.14)         0.02          (6.10)         <.0001
group i (0.11)       0.03        (4.02)       <.0001

Root MSE 0.376
R-Square 0.078  

Figure 6: November Hourly model 
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1.2 Desktop Study Models 
 

Variable N MEAN STD MIN MAX
Memory Test Score 316.00    10.56      4.08        1.00        21.00      
Backwards Numbers Score 551.00    5.23        1.45        -          7.00        
Number Search Score 563.00    15.64      4.80        8.08        39.89      
Letter Search Score 566.00    5.06        2.38        1.38        15.20      
Landolt C Score 562.00    3.58        2.03        1.14        14.28      

Daylight (nL) 551.00    2.28        1.52        -          6.00        
Electric Light 551.00    3.40        0.42        1.74        4.63        
Air Temperature 551.00    74.49      1.41        70.39      78.40      
Total Illuminance 551.00    57.28      37.53      13.44      421.39    
Electric Light 551.00    32.72      13.88      5.70        102.45    
Years with Company 551.00    14.65      7.99        -          35.00      
Education 551.00    1.39        1.03        -          4.00        
Age 551.00    2.30        0.85        -          4.00        
Gender 551.00    0.41        0.49        -          1.00        
Dept A 551.00    0.09        0.29        -          1.00        
Dept B 551.00    0.06        0.23        -          1.00        
Dept C 551.00    0.11        0.31        -          1.00        
Dept D 551.00    0.09        0.29        -          1.00        
Dept E 551.00    0.07        0.25        -          1.00        
Dept F 551.00    0.08        0.27        -          1.00        
Dept G 551.00    0.10        0.30        -          1.00        
Dept K 551.00    0.04        0.19        -          1.00        
Dept H 551.00    0.16        0.36        -          1.00        
Dept I 551.00    0.05        0.23        -          1.00        
Dept J 551.00    0.06        0.24        -          1.00        
High Monitor Resolution 551.00    0.26        0.44        -          1.00        
Higher Monitor Resolution 551.00    0.37        0.48        -          1.00        
CSC Building 551.00    0.71        0.45        -          1.00        
Distance To External Wall 551.00    17.32      9.11        6.00        60.00      
Skylight Zone 551.00    0.68        1.17        -          3.00        
Break View 551.00    1.75        1.67        -          5.00        
Primary View 551.00    1.44        1.85        -          5.00        
Floor Register Status 551.00    1.70        1.54        -          4.00        
Glare from Windows 551.00    0.58        0.91        -          3.00        
Session 2 551.00    0.31        0.46        -          1.00        
Session 3 551.00    0.25        0.44        -          1.00        
Session 4 551.00    0.08        0.27        -          1.00        
Correct on 1st Memory Test 316.00    14.51      3.92        5.00        23.00      
Imagined per Memory Test 316.00  4.22      3.21      -        17.00      

Figure 7: Mini-Tests model, descriptive statistics 

The descriptive statistics given in Figure 7 apply to all Desktop Study Models of 
the Mini-Tests performance. 
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Variable Estimate Error Tvalue Pvalue
Intercept (30.92)       10.69        (2.89)         0.00          
Imagined per Memory Test 0.40          0.05          7.57          <.0001
Correct on 1st Memory Test 0.56          0.04          12.89        <.0001
Air Temperature 0.42          0.14          2.94          0.00          
Age 0.53          0.21          2.52          0.01          
Gender (1.38)         0.35          (3.99)         <.0001
Dept K (2.27)         1.14          (1.99)         0.05          
Dept H (1.07)         0.50          (2.15)         0.03          
High Monitor Resolution (1.34)         0.40          (3.32)         0.00          
Break View 0.19          0.10          1.89          0.06          
Primary View 0.34          0.13          2.64          0.01          
Glare from Windows (0.58)         0.27          (2.16)         0.03          
Session 3 (0.62)       0.34        (1.85)       0.07         

Root MSE 2.906
R-Square 0.511  

Figure 8: Mini-Tests model, Memory Test 

In the Memory Test model, the score was determined by the number of correctly 
remembered objects. Mean of the score on this test was 10.56. A positive 
estimate in the above table indicates better performance. 
 

Variable Estimate Error Tvalue Pvalue
Intercept 4.99          0.19          26.51        <.0001
Daylight (nL) 0.23          0.05          4.97          <.0001
Years with Company (0.02)         0.01          (2.63)         0.01          
Education 0.15          0.06          2.38          0.02          
Gender (0.34)         0.13          (2.64)         0.01          
Dept D (0.53)         0.21          (2.53)         0.01          
Dept E (0.82)         0.25          (3.26)         0.00          
Dept J 0.77          0.25          3.03          0.00          
Primary View 0.10          0.05          2.17          0.03          
Glare from Windows (0.26)       0.09        (2.85)       0.00         

Root MSE 1.373
R-Square 0.126  

Figure 9: Mini-Tests model, Backwards Numbers 

In the Backwards Numbers model, the score was determined by the count of how 
many digits the participant could correctly remember before making two 
mistakes. Mean of the score on this test was 5.23. A positive estimate in the 
above table indicates better performance. 
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Variable Estimate Error Tvalue Pvalue
Intercept 14.36        0.69          20.80        <.0001
Years with Company 0.06          0.03          1.96          0.05          
Age 0.67          0.27          2.46          0.01          
Gender 0.93          0.42          2.23          0.03          
Dept A (2.05)         0.77          (2.67)         0.01          
Dept B (2.56)         0.95          (2.70)         0.01          
Dept G (1.77)         0.76          (2.32)         0.02          
Dept H (1.48)         0.62          (2.38)         0.02          
Higher Monitor Resolution 1.53          0.48          3.21          0.00          
Break View (0.26)         0.12          (2.12)         0.03          
Primary View (0.26)         0.15          (1.71)         0.09          
Floor Register Status (0.66)         0.15          (4.57)         <.0001
Glare from Windows 1.09        0.31        3.54        0.00         

Root MSE 4.573
R-Square 0.111  

Figure 10: Mini-Tests model, Number Search 

In the Number Search model, the outcome variable was measured in seconds.  
Mean of performance on this test was 15.64 seconds. A negative estimate in the 
above table indicates a faster and hence better performance. 
 

Variable Estimate Error Tvalue Pvalue
Intercept 4.71          0.34          13.81        <.0001
Years with Company 0.03          0.01          2.29          0.02          
Age 0.31          0.13          2.38          0.02          
Gender (0.60)         0.20          (3.04)         0.00          
Dept J 0.90          0.42          2.14          0.03          
High Monitor Resolution (0.58)         0.26          (2.20)         0.03          
Higher Monitor Resolution (0.80)         0.25          (3.15)         0.00          
Skylight Zone 0.26          0.09          2.70          0.01          
Floor Register Status 0.20          0.07          2.87          0.00          
Session 2 (0.89)         0.23          (3.84)         0.00          
Session 3 (1.34)         0.25          (5.45)         <.0001
Session 4 (1.09)       0.38        (2.91)       0.00         

Root MSE 2.240
R-Square 0.132  

Figure 11: Mini-Tests model, Letter Search 

In the Letter Search model, the outcome variable was measured in seconds.  
Mean of performance on this test was 5.06 seconds. A negative estimate in the 
above table indicates a faster and hence better performance. 
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Variable Estimate Error Tvalue Pvalue
Intercept (7.94)         5.23          (1.52)         0.13          
Air Temperature 0.15          0.07          2.12          0.03          
Education 0.26          0.08          3.33          0.00          
Age 0.47          0.09          5.02          <.0001
Dept F (0.67)         0.32          (2.10)         0.04          
High Monitor Resolution (1.17)         0.21          (5.49)         <.0001
Higher Monitor Resolution (1.05)         0.19          (5.41)         <.0001
CSC Building (1.03)         0.28          (3.62)         0.00          
Primary View 0.11          0.05          2.43          0.02          
Floor Register Status 0.18          0.07          2.42          0.02          
Session 3 (0.56)         0.18          (3.07)         0.00          
Session 4 (0.77)       0.30        (2.59)       0.01         

Root MSE 1.838
R-Square 0.195  

Figure 12: Mini-Tests model, Landolt C 

In the Landolt C model, the outcome variable was measured in seconds.  Mean 
of performance on this test was 3.58 seconds. A negative estimate in the above 
table indicates a faster and hence better performance. 
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2. PEARSON’S CORRELATIONS RESULTS 

Category Variables Range D
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View
My view is interesting (1-7) Disagree-Agree 0.29 0.55
My view is relaxing (1-7) Disagree-Agree 0.17 0.43
My view is distracting (1-7) Disagree-Agree 0.21
My view is boring (1-7) Disagree-Agree 0.35
I have a large size window view (1-7) Very Small-Very Large 0.32 0.77
I have a view of the sky (1-4) None-A lot 0.35 0.77
I have a view of trees (1-4) None-A lot 0.27 0.78
I have a view of other plants (1-4) None-A lot 0.28 0.78
I have a view of other buildings (1-4) None-A lot 0.41 0.70
I have a view of cars outside (1-4) None-A lot 0.34 0.70
I have a view of people outside (1-4) None-A lot 0.29 0.74

Lighting
I have no lighting problems (0-1) No-Yes
Lighting is just right (1-7) Never-Always 0.13
Lighting is too bright (1-7) Never-Always 0.17
Lighting is too dim (1-7) Never-Always 0.14
Lighting is too dull (1-7) Never-Always
There is not enough daylight (0-1) No-Yes 0.23
There is too much daylight (0-1) No-Yes 0.19 0.16
There is not enough control of daylight (0-1) No-Yes 0.13
There is not enough electric light (0-1) No-Yes
There is not too much electric light (0-1) No-Yes 0.20
There is not enough control of electric light (0-1) No-Yes
There is not enough sunlight (0-1) No-Yes 0.13
There is too much sunlight (0-1) No-Yes 0.30 0.14 0.19
I am uncomfortable due to no task lights (0-1) No-Yes 0.22 0.16
Reflections of electric lights bother me (1-7) Never-Always 0.22
Reflections of windows bother me (1-7) Never-Always 0.26 0.30 0.19
Reflections of skylights bother me (1-7) Never-Always 0.13 0.34

Thermal Comfort
I have no temperature problems (0-1) No-Yes
Temperature is too cold (1-7) Never-Always
Temperature is too hot (1-7) Never-Always 0.20
My workspace is colder than other areas (0-1) No-Yes 0.17
My workspace is hotter than other areas (0-1) No-Yes
Air movement is too low (0-1) No-Yes 0.25
The window is drafty (0-1) No-Yes
Incoming sun is uncomfortable (0-1) No-Yes
Heat from equipment is uncomfortable (0-1) No-Yes

Air Quality
Air is too stuffy (1-7) Never-Always 0.14
Air is too humid (1-7) Never-Always
Air is too dry (1-7) Never-Always 0.29

Acoustics
Noise level is noticable (1-7) Never-Always 0.13 0.13
Noise level is distracting (1-7) Never-Always 0.14
I wear headphones while working (1-7) Never-Always 0.25
I keep a radio on while working (1-7) Never-Always
I am distracted due to people talking (0-1) No-Yes
I am distracted due to telephones ringing (0-1) No-Yes
Office equipment noise is noisy (0-1) No-Yes 0.15
Mechanical ventilation system is noisy (0-1) No-Yes
I am distracted by noise from office lights (0-1) No-Yes 0.14
I am distracted by noise from traffic (0-1) No-Yes 0.21
I am distracted by noise from consruction (0-1) No-Yes

Measured Physical Vaiables

 
Figure 13: Positive Pearson’s correlations, questionnaire responses and physical 

measurements 
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View
My view is interesting (1-7) Disagree-Agree -0.39
My view is relaxing (1-7) Disagree-Agree -0.32
My view is distracting (1-7) Disagree-Agree -0.14 -0.24
My view is boring (1-7) Disagree-Agree -0.23 -0.40
I have a large size window view (1-7) Very Small-Very Large -0.17 -0.59
I have a view of the sky (1-4) None-A lot -0.21 -0.63
I have a view of trees (1-4) None-A lot -0.24 -0.58
I have a view of other plants (1-4) None-A lot -0.23 -0.57
I have a view of other buildings (1-4) None-A lot -0.58
I have a view of cars outside (1-4) None-A lot -0.55
I have a view of people outside (1-4) None-A lot -0.18 -0.53

Lighting
I have no lighting problems (0-1) No-Yes -0.16
Lighting is just right (1-7) Never-Always
Lighting is too bright (1-7) Never-Always
Lighting is too dim (1-7) Never-Always -0.20 -0.15
Lighting is too dull (1-7) Never-Always -0.22
There is not enough daylight (0-1) No-Yes -0.31 -0.20 -0.16
There is too much daylight (0-1) No-Yes -0.14
There is not enough control of daylight (0-1) No-Yes -0.15
There is not enough electric light (0-1) No-Yes -0.17
There is not too much electric light (0-1) No-Yes -0.13 -0.13
There is not enough control of electric light (0-1) No-Yes -0.14 -0.13
There is not enough sunlight (0-1) No-Yes -0.24 -0.13
There is too much sunlight (0-1) No-Yes -0.18
I am uncomfortable due to no task lights (0-1) No-Yes -0.13
Reflections of electric lights bother me (1-7) Never-Always -0.30 -0.17 -0.19 -0.22
Reflections of windows bother me (1-7) Never-Always -0.30
Reflections of skylights bother me (1-7) Never-Always

Thermal Comfort
I have no temperature problems (0-1) No-Yes -0.18
Temperature is too cold (1-7) Never-Always -0.22
Temperature is too hot (1-7) Never-Always
My workspace is colder than other areas (0-1) No-Yes -0.22
My workspace is hotter than other areas (0-1) No-Yes
Air movement is too low (0-1) No-Yes
The window is drafty (0-1) No-Yes -0.14
Incoming sun is uncomfortable (0-1) No-Yes -0.13
Heat from equipment is uncomfortable (0-1) No-Yes

Air Quality
Air is too stuffy (1-7) Never-Always -0.13
Air is too humid (1-7) Never-Always -0.14
Air is too dry (1-7) Never-Always -0.13

Acoustics
Noise level is noticable (1-7) Never-Always
Noise level is distracting (1-7) Never-Always
I wear headphones while working (1-7) Never-Always
I keep a radio on while working (1-7) Never-Always -0.12
I am distracted due to people talking (0-1) No-Yes
I am distracted due to telephones ringing (0-1) No-Yes -0.23
Office equipment noise is noisy (0-1) No-Yes -0.13
Mechanical ventilation system is noisy (0-1) No-Yes -0.26 -0.14
I am distracted by noise from office lights (0-1) No-Yes -0.16
I am distracted by noise from traffic (0-1) No-Yes -0.26
I am distracted by noise from consruction (0-1) No-Yes -0.17

Measured Physical Vaiables

 
Figure 14: Negative Pearson’s correlations, questionnaire responses and 

physical measurements 



WINDOWS AND OFFICES: APPENDIX  PEARSON’S CORRELATIONS RESULTS 

 13  

Category Variable Range D
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View
My view is interesting (1-7) Disagree-Agree
My view is realxing (1-7) Disagree-Agree
My view is distracting (1-7) Disagree-Agree
My view is boring (1-7) Disagree-Agree 0.16 0.25 0.19 0.13
I have a large size window view (1-7) Very Small-Very Large
I have a view of the sky (1-4) None-A lot
I have a view of trees (1-4) None-A lot
I have a view of other plants (1-4) None-A lot
I have a view of other buildings (1-4) None-A lot
I have a view of cars outside (1-4) None-A lot
I have a view of people outside (1-4) None-A lot

Lighting
Lighting is just right (1-7) Never-Always
Lighting is too bright (1-7) Never-Always 0.13
Lighting is too dim (1-7) Never-Always 0.25 0.16 0.29 0.16
Lighting is too glaring (1-7) Never-Always 0.18
Lighting is too dull (1-7) Never-Always 0.16 0.14 0.22 0.20
I have no lighting problems (0-1) No-Yes
There is not enough electric light (0-1) No-Yes 0.15 0.15 0.14
There is too much electric light (0-1) No-Yes 0.15 0.13
There is not enough control of electric light (0-1) No-Yes 0.15 0.17 0.18 0.20
There is not enough daylight (0-1) No-Yes 0.14 0.13 0.24 0.16
There is too much daylight (0-1) No-Yes
There is not enough control of daylight (0-1) No-Yes 0.19
Reflections of electric lights bother me (1-7) Never-Always 0.16 0.17 0.13 0.19
Reflections of windows bother me (1-7) Never-Always 0.15 0.13
Reflections of skylights bother me (1-7) Never-Always 0.20 0.24

Thermal Comfort
Temperature is comfortable (1-7) Never-Always
Temperature is too cold (1-7) Never-Always
Temperature is too hot (1-7) Never-Always 0.23 0.17 0.19
I have no temperature problems (0-1) No-Yes
My workspace is hotter than other areas (0-1) No-Yes 0.19 0.14 0.17
My workspace is colder than other areas (0-1) No-Yes 0.15
My thermostat is inaccessable (0-1) No-Yes 0.18 0.33 0.16 0.13 0.16
Air movement is too low (0-1) No-Yes 0.20 0.15 0.26 0.21 0.15
Air from vents is uncomfortable (0-1) No-Yes 0.15
The window is drafty (0-1) No-Yes 0.27 0.13 0.15 0.15

Physical Measurements
Higher primary view factor (0-4) None-High
Higher break view factor (0-4) None-High
High daylight illuminance (0-400) footcandles
I am below a skylight (0-3) Away-Below
My desk is farther from an exterior wall (6-60) feet 0.14
Temperature is high (70.4-78.4) DegF

Air Quality
Air quality is just right (1-7) Never-Always
Air is too stuffy (1-7) Never-Always 0.20 0.24 0.26 0.13
Air is too drafty (1-7) Never-Always 0.14
Air is too humid (1-7) Never-Always
Air is too dry (1-7) Never-Always 0.29 0.21 0.31 0.24 0.17

Acoustics
Noise level is noticable (1-7) Never-Always 0.23 0.15 0.14 0.22
Noise level is distracting (1-7) Never-Always 0.34 0.15 0.18 0.23
I have no noise distractions (0-1) No-Yes
Office equipment is noisy (0-1) No-Yes 0.24 0.28 0.18
I am distracted by noise from office lights (0-1) No-Yes
Construction noise is distracting (0-1) No-Yes 0.17 0.14 0.13

Stairs Usage
I use the elevator more (1-7) Never-<5 times a day 0.13 0.16 0.14
I use the stairs more (1-7) Never-<5 times a day

Health Problems

 
Figure 15: Positive Pearson’s correlations, questionnaire responses and health 

related symptoms reported  
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View
My view is interesting (1-7) Disagree-Agree -0.20 -0.12 -0.27 -0.20 -0.15
My view is realxing (1-7) Disagree-Agree -0.22 -0.21 -0.31 -0.20
My view is distracting (1-7) Disagree-Agree
My view is boring (1-7) Disagree-Agree
I have a large size window view (1-7) Very Small-Very Large -0.13 -0.22 -0.18
I have a view of the sky (1-4) None-A lot -0.13 -0.22 -0.20
I have a view of trees (1-4) None-A lot -0.22 -0.20
I have a view of other plants (1-4) None-A lot -0.13 -0.17 -0.26 -0.20
I have a view of other buildings (1-4) None-A lot -0.13 -0.19 -0.13
I have a view of cars outside (1-4) None-A lot -0.14 -0.23 -0.17
I have a view of people outside (1-4) None-A lot -0.14 -0.24 -0.19

Lighting
Lighting is just right (1-7) Never-Always -0.27 -0.31 -0.25 -0.28 -0.19
Lighting is too bright (1-7) Never-Always
Lighting is too dim (1-7) Never-Always
Lighting is too glaring (1-7) Never-Always
Lighting is too dull (1-7) Never-Always
I have no lighting problems (0-1) No-Yes -0.19 -0.22 -0.18 -0.14 -0.14
There is not enough electric light (0-1) No-Yes
There is too much electric light (0-1) No-Yes
There is not enough control of electric light (0-1) No-Yes
There is not enough daylight (0-1) No-Yes
There is too much daylight (0-1) No-Yes
There is not enough control of daylight (0-1) No-Yes
Reflections of electric lights bother me (1-7) Never-Always
Reflections of windows bother me (1-7) Never-Always
Reflections of skylights bother me (1-7) Never-Always

Thermal Comfort
Temperature is comfortable (1-7) Never-Always -0.20 -0.22 -0.23 -0.14 -0.14
Temperature is too cold (1-7) Never-Always
Temperature is too hot (1-7) Never-Always
I have no temperature problems (0-1) No-Yes -0.16 -0.20 -0.23 -0.27 -0.13
My workspace is hotter than other areas (0-1) No-Yes
My workspace is colder than other areas (0-1) No-Yes
My thermostat is inaccessable (0-1) No-Yes
Air movement is too low (0-1) No-Yes
Air from vents is uncomfortable (0-1) No-Yes
The window is drafty (0-1) No-Yes

Physical Measurements
Higher primary view factor (0-4) None-High -0.15
Higher break view factor (0-4) None-High -0.13 -0.15
High daylight illuminance (0-400) footcandles
I am below a skylight (0-3) Away-Below
My desk is farther from an exterior wall (6-60) feet
Temperature is high (70.4-78.4) DegF

Air Quality
Air quality is just right (1-7) Never-Always -0.16 -0.22 -0.25 -0.38 -0.18 -0.15
Air is too stuffy (1-7) Never-Always
Air is too drafty (1-7) Never-Always
Air is too humid (1-7) Never-Always
Air is too dry (1-7) Never-Always

Acoustics
Noise level is noticable (1-7) Never-Always
Noise level is distracting (1-7) Never-Always
I have no noise distractions (0-1) No-Yes -0.14 -0.16 -0.17
Office equipment is noisy (0-1) No-Yes
I am distracted by noise from office lights (0-1) No-Yes
Construction noise is distracting (0-1) No-Yes

Stairs Usage
I use the elevator more (1-7) Never-<5 times a day
I use the stairs more (1-7) Never-<5 times a day -0.16 -0.19

Health Problems

 

Figure 16: Negative Pearson’s correlations, questionnaire responses and health 
related symptoms reported 
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View
My view is interesting (1-7) Disagree-Agree
My view is realxing (1-7) Disagree-Agree
My view is distracting (1-7) Disagree-Agree
My view is boring (1-7) Disagree-Agree
I have a large size window view (1-7) Very Small-Very Large
I have a view of the sky (1-4) None-A lot
I have a view of trees (1-4) None-A lot
I have a view of other plants (1-4) None-A lot
I have a view of other buildings (1-4) None-A lot
I have a view of cars outside (1-4) None-A lot
I have a view of people outside (1-4) None-A lot

Lighting
Lighting is just right (1-7) Never-Always
Lighting is too bright (1-7) Never-Always
Lighting is too dim (1-7) Never-Always 0.15
Lighting is too glaring (1-7) Never-Always
Lighting is too dull (1-7) Never-Always
I have no lighting problems (0-1) No-Yes
There is not enough electric light (0-1) No-Yes
There is too much electric light (0-1) No-Yes
There is not enough control of electric light (0-1) No-Yes
There is not enough daylight (0-1) No-Yes
There is too much daylight (0-1) No-Yes 0.15
There is not enough control of daylight (0-1) No-Yes
Reflections of electric lights bother me (1-7) Never-Always
Reflections of windows bother me (1-7) Never-Always 0.13
Reflections of skylights bother me (1-7) Never-Always

Thermal Comfort
Temperature is comfortable (1-7) Never-Always
Temperature is too cold (1-7) Never-Always
Temperature is too hot (1-7) Never-Always 0.21
I have no temperature problems (0-1) No-Yes
My workspace is hotter than other areas (0-1) No-Yes 0.14
My workspace is colder than other areas (0-1) No-Yes 0.16
My thermostat is inaccessable (0-1) No-Yes
Air movement is too low (0-1) No-Yes
Air from vents is uncomfortable (0-1) No-Yes
The window is drafty (0-1) No-Yes

Physical Measurements
Higher primary view factor (0-4) None-High
Higher break view factor (0-4) None-High
High daylight illuminance (0-400) footcandles
I am below a skylight (0-3) Away-Below
My desk is farther from an exterior wall (6-60) feet
Temperature is high (70.4-78.4) DegF

Air Quality
Air quality is just right (1-7) Never-Always
Air is too stuffy (1-7) Never-Always
Air is too drafty (1-7) Never-Always
Air is too humid (1-7) Never-Always
Air is too dry (1-7) Never-Always

Acoustics
Noise level is noticable (1-7) Never-Always
Noise level is distracting (1-7) Never-Always
I have no noise distractions (0-1) No-Yes 0.12
Office equipment is noisy (0-1) No-Yes
I am distracted by noise from office lights (0-1) No-Yes
Construction noise is distracting (0-1) No-Yes

Stairs Usage
I use the elevator more (1-7) Never-<5 times a day
I use the stairs more (1-7) Never-<5 times a day

Stairs/Elevator 
Usage

 
Figure 17: Positive Pearson’s correlations, questionnaire responses and 

stairs/elevator usage reported 
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View
My view is interesting (1-7) Disagree-Agree
My view is realxing (1-7) Disagree-Agree
My view is distracting (1-7) Disagree-Agree
My view is boring (1-7) Disagree-Agree
I have a large size window view (1-7) Very Small-Very Large
I have a view of the sky (1-4) None-A lot
I have a view of trees (1-4) None-A lot
I have a view of other plants (1-4) None-A lot
I have a view of other buildings (1-4) None-A lot
I have a view of cars outside (1-4) None-A lot
I have a view of people outside (1-4) None-A lot

Lighting
Lighting is just right (1-7) Never-Always -0.17
Lighting is too bright (1-7) Never-Always
Lighting is too dim (1-7) Never-Always
Lighting is too glaring (1-7) Never-Always
Lighting is too dull (1-7) Never-Always
I have no lighting problems (0-1) No-Yes
There is not enough electric light (0-1) No-Yes
There is too much electric light (0-1) No-Yes
There is not enough control of electric light (0-1) No-Yes
There is not enough daylight (0-1) No-Yes
There is too much daylight (0-1) No-Yes
There is not enough control of daylight (0-1) No-Yes
Reflections of electric lights bother me (1-7) Never-Always
Reflections of windows bother me (1-7) Never-Always
Reflections of skylights bother me (1-7) Never-Always -0.13

Thermal Comfort
Temperature is comfortable (1-7) Never-Always
Temperature is too cold (1-7) Never-Always
Temperature is too hot (1-7) Never-Always
I have no temperature problems (0-1) No-Yes
My workspace is hotter than other areas (0-1) No-Yes
My workspace is colder than other areas (0-1) No-Yes
My thermostat is inaccessable (0-1) No-Yes
Air movement is too low (0-1) No-Yes
Air from vents is uncomfortable (0-1) No-Yes
The window is drafty (0-1) No-Yes

Physical Measurements
Higher primary view factor (0-4) None-High
Higher break view factor (0-4) None-High
High daylight illuminance (0-400) footcandles -0.18
I am below a skylight (0-3) Away-Below
My desk is farther from an exterior wall (6-60) feet
Temperature is high (70.4-78.4) DegF -0.20

Air Quality
Air quality is just right (1-7) Never-Always
Air is too stuffy (1-7) Never-Always
Air is too drafty (1-7) Never-Always
Air is too humid (1-7) Never-Always
Air is too dry (1-7) Never-Always

Acoustics
Noise level is noticable (1-7) Never-Always
Noise level is distracting (1-7) Never-Always
I have no noise distractions (0-1) No-Yes
Office equipment is noisy (0-1) No-Yes
I am distracted by noise from office lights (0-1) No-Yes
Construction noise is distracting (0-1) No-Yes

Stairs Usage
I use the elevator more (1-7) Never-<5 times a day -0.37
I use the stairs more (1-7) Never-<5 times a day -0.37

Stairs/Elevator 
Usage

 
Figure 18: Negative Pearson’s correlations, questionnaire responses and 

stairs/elevator usage reported 
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3. SMUD PHOTO-TOUR 

3.1 Customer Service Center Building (CSC) 

  
Figure 19: CSC exterior views  

– Southwest wing (left) and view the west orientation (right) 

The CSC building is the latest addition to the SMUD campus and has been in 
operation since 1995. The CSC building is composed of four wings oriented 
along the east–west axis. The southwest wing houses the customer call center, 
while the other wings house the other administrative departments. Each wing has 
windows facing south and north, with the south windows well shaded by 
overhangs, and north windows relatively unshaded. The top floors have skylights 
in addition to windows. 

  
Figure 20: Interior views - South Windows (left) and North Windows (right) 

The interiors feature modern direct/indirect suspended light fixtures that are also 
capable of dimming based on the available daylighting levels. The south windows 
are well shaded in all the spaces by external overhangs. In addition some spaces 
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also have internal light-shelves that reflect more light up onto the ceiling and help 
distribute the light further into the space. The north windows are more expansive 
and have relatively none shading from external shading devices. Both the north 
and south windows have vertical blinds on the interior and also have operable 
windows. 
The floor plan is divided into individual workstations that feature light colors; low 
partitions for good visibility and floor based air delivery system that is operable by 
the occupants. 

   
Figure 21: Interior views – Skylights 

The top floors of the four wings have skylights in addition to the north and south 
windows. The skylights are integrated with the electric lighting systems through 
the use of automated dimming controls on the electric light fixtures. The skylights 
also have motorized louvers that are actuated to prevent excessive sun 
penetration and glare. 

3.2 Headquarters Building (HQ) 

  
Figure 22: HQ exterior views – South wing (left) and north wing (right) 
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The headquarters building is the oldest of the three buildings studied in this 
research project. The building is composed of two wings – the north wing and the 
south wing. The North wing has a square floor plate while the south wing has a 
rectangular floor plate. The entire wall surface is composed of dark tinted 
windows, and there are movable louvers on the exterior of the south, east and 
west windows. Currently, only the east and west windows have operable louvers.  

  
Figure 23: Interior views of the HQ building 

The interior shows a low ceiling with recessed fluorescent lighting fixtures. Half of 
the lighting fixtures have been de-lamped as part of SMUD’s energy efficiency 
measures. The window glass has a dark tint and does not let in any significant 
amount of daylight into the space in spite of the high window/wall area ratio. The 
air delivery is through a conventional duct based system in the plenum. 

3.3 59th St. Distribution Service Building (DS) 
 

 
Figure 24: Exterior view of DS building 

The DS building is the smallest of the three buildings with two floors, and a single 
building with rectangular floor plate. The study included only the top (2nd) floor of 
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the building.  The building has the least window area of the three buildings, and 
the windows are covered with an exterior shade screen that blocks view of the 
windows. 

  
Figure 25: Interior views of DS building 

 – view of shade screen (left) and typical cubicle view (right) 

The interior shows a recessed fluorescent lighting system with a low ceiling. 
There is minimal daylight penetration in the space from the windows due to the 
shade screens. 
The interiors have been recently retrofitted with new task lights, new cubicles and 
wall finishes. 
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4. SURVEY FORMS 

In this section the survey forms used by the researchers during site visits are 
documented. 

4.1 Light level readings 
The following form was used to collect horizontal light levels at the desk level and 
near the data loggers using a handheld illuminance meter. 

0012- Office Workspace Study Surveyor 
Baseline Lighting levels Survey Date

Space  ID# page

Blinds : ________ Blinds : ________ Blinds : ________ Blinds : ________
Lights: _________ Lights: _________ Lights: _________ Lights: _________
Start Time: ________ Start Time: ________ Start Time: ________ Start Time: ________
End Time: _________ End Time: _________ End Time: _________ End Time: _________ID# Location 

Horiz Light readings (foot-candles)

 
Figure 26: Horizontal Light Level Readings Data Collection Form 

A similar data collection form was generated to collect cubic illuminance 
measurements at each workstation, where we collected both horizontal and 
vertical light level readings with a handheld illuminance meter.  
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0012- Office Workspace Study Surveyor 
Baseline Lighting levels Survey Date
Space  ID# Survey Time

Blinds State Page
Lights

S W N E
Vertical

Light readings (foot-candles)

DownID# Location Up

Call Center

 
Figure 27: Cubic Illumination Level Readings Data Collection Form 

4.2 Cubicle Specific Information 
We collected data on the physical characteristics of the cubicles such as 
orientation, floor register status, # fans, partition heights etc. which varied 
between cubicles through visual observations. 

0012- Office Workspace Study Surveyor 
Cubicle Information Survey Date
Space  ID# Survey Time

page 1 of 1

Last Name First initial Cubicle # Chair 
Orientation

Floor register 
status (1-4)

# Task 
Lights # Fans

1= closed, 2= 
slightly open, 

3=50% or more 
open, 4= Open

CommentsPartition heights

L= low, H= high, 
W=wall

CSC South-West 2nd floor

 
Figure 28: Cubicle Physical Characteristics Data Collection Form 

Similarly we collected data on the quality of view from each cubicle by visual 
observation of the primary view (view when facing the task surface) and break 
view (view when turned away from task).  
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0012- Office Workspace Study

Cubicle View Factors
Space  ID#

Last Name First initial Cubicle #

Glare (Y/N)
View Factor 

(0-5)
Window 

Orientation Window# 1
Break view 
factor (0-5)

Window 
Orientation Window# 1

Clearstory 
(Y/N) Photos

CSC South-West 2nd floor

 
Figure 29: Cubicle View Rating Data Collection Form 
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4.3 Blinds Usage Monitoring 
A surveyor from HMG observed the blind positions on each of the blinds in the 
Call center using a standardized data collection form. 

0012- Office Workspace Study Surveyor 
Blinds use monitoring form Survey Date
Space  ID# Survey Time

1 2 3 4 5 1 2 3 4 5

C
lo

se
d

sl
ig

ht
ly
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45
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 le

ft

45
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t
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pe

n

10
0%

< 
50

%

50
%

> 
50

%

0% le
ft

m
id

dl
e

rig
ht

N-view1a
N-view1b
N-view2a
N-view2b
N-view3a
N-view3b

N-view4a
N-view4b
N-view5a
N-view5b
N-view6a
N-view6b

N-view7a
N-view7b
N-view8a
N-view8b
N-view9a
N-view9b

Blind #

Blind Angle % drawn Window
Open?

Call Center

 
Figure 30: Blind Position Observation Form 
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4.4 Logger Database 
The surveyors maintained a database of all the lighting and temperature loggers 
installed in the three buildings, with information on their location, installation time, 
time of data download as well as the logger serial numbers. 

0012- Office Workspace Study Surveyor 

Logger Database Survey Date
Space  ID# Survey Time

Date Time Date Time Date Time
see code 
below number written on drawings

Logger 
Type Logger #

number written on 
logger

Data Download 2Data Download 1Installation
Location code nearest cubicle #'s

 
Figure 31: Data Logger Database Form 
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5. INITIAL SURVEY – SCREEN SHOTS 

In this section, screen-shots of the computer-based Initial Survey are presented. 
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6. QUESTIONNAIRE – SCREEN SHOTS 

In this section, screen-shots of the computer-based Questionnaire is presented. 
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7. MINI-TESTS – SCREEN SHOTS 

In this section, screen-shots of one session of the computer-based Mini-Tests 
administered to the participants is presented. 
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OTHER SCREENS OF BACKWARDS NUMBERS SKIPPED 
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8. CALIBRATION OF HOBO DATA LOGGERS 

The environmental data was collected using five basic methods:  1.) Surveyor 
observations and measurements during a Saturday, when the Call Center was 
empty 2.) Automatic collection of data during the daily operation of Center via the 
use of miniature data loggers 3.) Daily observations of blind positions by a 
surveyor 4.) Information downloaded form the environmental management 
system (EMS) monitoring the HVAC system for the Center 5.) Other sources of 
information, such as weather data. 
This section explains the methodology for calibration of data collected from the 
miniature data loggers.    
The data loggers used were small matchbox sized Hobo data loggers type H08-
004-02 from Onset Technologies to automatically collect illumination, 
temperature and relative humidity data through out the study period.  

8.1 Merits and Limitations of HOBO Data Loggers 
The Hobo data loggers (called Hobos from here on) have been widely used by 
researchers and scientists in the field of monitoring environmental data in 
buildings. As we used the loggers for study, many limitations in the loggers’ 
illumination data collection were reveled, which to our best knowledge had not 
yet been reported by other researchers. In this section we discuss the anomalies 
we found in the data collected by the loggers and their possible explanations. 
The Hobos provide data logging capability along with portability, ease of use and 
small size.  Hobos were selected for our study, as we needed many data loggers 
with a capability to continually record data for the entire span of our study, also 
being minimally intrusive visually to the office workers in their workspaces. 

8.1.1 Fluctuations in readings for lights with magnetic ballast 
The Hobos provide a selectable sampling interval between 0.5 seconds to 9 
hours, with total recording times up to 1 year. However, these readings are 
instantaneous in nature. Thus if the sampling interval is 15 minute, the reading 
for every 15 minutes is a snapshot taken instantaneously at that minute marker. 
Thus any sudden spikes in light levels coincidental to the sampling interval get 
reflected in the collected data.  
We observed fluctuations in illumination readings of up to 20 to 40 fc for Hobos 
located near lights with magnetic ballasts (CFLs in the case of the Call Center). 
These fluctuations in readings were found at times when we expected a steady 
reading. The profile for a hobo seen in Figure 32 shows the “chatter” in what 
should typically be a smooth profile for lighting for four days. 
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On investigating the data from the various Hobos in different locations, we were 
able to determine that this chatter was the result of the Hobo being located below 
lights with magnetic ballasts. All hobos in the Headquarters building, with has 
magnetic ballast fixtures registered chatter. Also, Hobos placed below CFLs in 
the CSC building registered chatter. The phenomenon is possibly a result of the 
flicker from the magnetic ballasts operation which was captured by the 
instantaneous reading taken by the Hobos. 
We were unable to confirm this with Onset Computer Corporation, the makers of 
Hobo data loggers and this inference is purely evidential.  
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Figure 32: Illumination profile for a hobo under a CFL light showing chatter. 

We also observed that the Hobo readings spike whenever there is a sudden 
change in data, and then normalize after a couple of readings. However, in our 
case since the sampling interval was 15 minutes, and the loggers were picking 
up the flicker, every second reading resulted into a data spike, causing much 
higher chatter in the data. This problem could have been partially solved by 
increasing the sampling rate, though that would have seriously affected the 
length of time available for collecting the data. 

8.1.2 Limitation of angle of view for light meter 
The Hobo’s light sensor has angular response, which is a function of the vertical 
angle of the incident light. This angular response is shown in Figure 33. The 
graph shows that the light sensor is most responsive, and hence accurate for 
light falling directly perpendicular to it, i.e. at 0o. As the angle of light changes on 
either direction from the perpendicular, the sensor’s responsiveness to it 
decreases sharply. The sensor is unresponsive to light falling from beyond 40deg 
from the normal.  
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Figure 33: Light sensor generic angular response chart for Hobos. 

Hence the Hobos could only record the light falling from above, mainly from the 
ceiling, skylights, or reflected window lights off the ceiling. The readings from 
Hobos were hence limited. To correct them, a hand-held Minolta T-1H light meter 
was used. The light meter has a range of 0 to 100,000 fc with a color-corrected 
and cosine-corrected sensor.  

 
Figure 34: Diagram of illuminance sensor's field of vision for Minolta T-1H 

Figure 34 gives the Minolta sensor’s field of vision. The sensor "sees" down to 80 
degrees from the zenith. Darkened areas are beyond the sensitivity of the meter.  
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Figure 35: Spectral response of the Hobo sensor  

compared to the spectral response of the eye 

Figure 35 shows the spectral sensitivity of the Hobo in comparison to the 
standard photopic sensitivity of the eye, which is also used as the spectral 
calibration curve for the Minolta handheld light meters used in the Saturday 
surveys. This graph shows that the Hobos have higher sensitivity in the green 
(500 nm) and green-yellow (575 nm) ranges and lower sensitivity in the blue to 
purple (less than 475 nm), and orange to red (600 nm+) sections of the 
spectrum.  However, we do not have the spectral power density plots for the 
lamps used in the various buildings.  Nor do we have readings for the spectral 
content of daylight, which varies throughout the day.  Thus, we cannot complete 
the analysis to determine the difference in Hobo sensitivity to the electric light 
sources versus the daylight sources. 

8.2 Calibrating Hobos to Ensure Uniformity in Readings  
Onset Technologies report the Hobos to have a range of 2 to 600 footcandles 
and an accuracy of ±2 footcandles, ±20% of reading.  
A preliminary study was done to determine the extent of variation in readings 
between the Hobos themselves. On doing a check of data recorded by the 
Hobos for the same light conditions (109 fc) amongst the 51 Hobos used in the 
study, we found that about 61% of Hobos show a variation in reading of about 10 
to 30 fc, 18% showed a variation of (–10) to 05 fc and 21% showed a variation of 
35 to 50 fc.  
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Histogram - Hobos with variation in fc readings
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Figure 36: Histogram showing number of Hobos with variations in fc readings. 

To ensure that the readings from all the Hobos used in the study were uniform 
and comparable, they had to be calibrated to a single source.  
We used a Li-Cor Li-210sa photometric sensor attached to a Campbell model 
type: CR10 data logger to calibrate the Hobos. The Campbell data logger was 
placed in a control room with a single window and an electric light source. The 
Hobos were placed next to the Campbell light sensor so as to expose them to the 
same light conditions as the Campbell sensor. Daylight conditions in the room 
changed over the course of the day which was recorded by both the Campbell 
and the Hobos. Variation in electric light level was also provided by occasionally 
turning the electric light in the room on and off. 
Data from the Hobos and the Campbell were downloaded and compared. A 
linear relation between the readings from the Hobos and the Campbell was 
computed by plotting a graph of the two readings. The linear equation was forced 
to a “0” Y intercept and the slope of the equation was taken as a multiplier to 
calibrate the Hobo readings. 
The graph in Figure 37 is an example of the calibration of one of the Hobo. A 
similar analysis was made for each of the 51 Hobos and a slope of the equation 
was calculated for each. The Hobo readings were then corrected using this 
slope.  
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Hobo Calibration with Campbell - Hobo # 11446
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Figure 37: Example of a Hobo calibration with Campbell data 

8.3 Call Center Study - Calibration procedure for Hobos and 
Calculation of Cubicle Illumination using Hand-Held Light Meter 
As explained in Section 8.1, the illumination readings collected by the Hobos was 
restricted due to the narrow view angle on the light sensor in the Hobo.  Only 
light incident on the sensor from directly above it and a few degrees from this 
normal angle was captured by the Hobo. This meant that light incident on the 
Hobo from sources like windows on the sides and electric lights not directly 
above or close to the Hobo, will not be captured accurately.  
A hand-held Minolta light meter T-1H which had a wider view angle was used in 
addition to the Hobos, to collect instantaneous illumination readings at the 
cubicles positions to calibrate the readings from the Hobos (discussed later). The 
hand-held readings also provided an additional check on the Hobo readings. 

8.3.1 Hand-Held light meter data collection 
Since Hobos were placed in various locations all throughout the Call Center floor, 
each Hobo received a different amount of light from various directions unique to 
its position. For this purpose, readings with the Minolta hand-held light meter 



WINDOWS AND OFFICES: APPENDIX  CALIBRATION OF HOBO DATA LOGGERS 

 73  

(called hand-held from hereon) were taken at the same position where the Hobos 
were installed, by keeping them directly adjacent to the Hobo. 
Along with the reading on the Hobo position, hand-held readings were also taken 
for each cubicle. These readings were taken at 4 feet height from the floor above 
the chair of the occupant in the cubicle. This position is closest to the position of 
the occupant head when he/she is seated on the chair, facing his/her desk and 
computer, and allowed the most consistent measurement between cubicle 
locations. These hand-held readings at the cubicles were then used to calibrate 
the hourly illumination readings from a nearby Hobo to that cubicle, as explained 
in later in this section.  
The hand-held readings were taken for the four extremes of daytime light 
conditions that the Hobo can be exposed to. They are summarized below: 
1. Lights off, blinds closed 
2. Lights off, blinds open 
3. Lights on, blinds closed 
4. Lights on, blinds open 
Daylight only condition can be calculated by subtracting either condition 1 
reading from condition 2 reading or condition 3 from condition 4 reading. The 
electric light level reading can be calculated by subtracting condition 1 from 
condition 3 readings or condition 2 from condition 4 readings.  
For the Call Center Phase 1 study, these readings were taken between 10:00am 
and 12:00pm on a Saturday when the building was unoccupied. For the Call 
Center Phase 2 study, these readings were taken at three times in the day 
between 10:00am and 12:00pm, 12:30pm and 2:30pm, and 3:00pm and 5:00pm 
on a Saturday.  
To check if there is any dimming in electric lights, the calculation for electric light 
was done by both the methods mentioned above and compared. Hand-held 
readings were taken along the transects D, F, H and J in the Call Center. Some 
noticeable variation in readings (dimming of more than 5 fc) were seen 10 and 15 
ft from the south window in transect D, 5 and 10 ft from the north window in 
transect F and 10 ft from the north window in transect J. Transect H showed no 
significant dimming. Some negative dimming (lights were brighter with windows 
open) was observed in transect D 25 ft from the north window and in transect J 
10 ft from the north window. From these results we concluded that the dimming 
was not a constant feature in all the fixtures in the call center. There is anecdotal 
information collected in conversations with occupants and facility managers, at 
SMUD that the dimming of the lamps caused discomfort to the occupants, and 
hence on request of the occupant, the facility managers disabled or reduced the 
sensitivity of the some of the light meters on the dimmers. If this is true, then our 
findings, which show inconsistent dimming in the lamps, show dimming for only 
those fixtures that have not been disabled.  
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Figure 38: Call Center Plan showing location of transects. 

Figure 39 and Figure 40 show profiles of the resulting electric and daylight 
illuminance data collected by the hand-held light meter through transects along 
the Call Center floor running south to north. Each row of cubicles is designated a 
position from the external wall, with S1 being the closest to the south wall, S1.5 
and S2 moving further into the core. Rows of cubicles in the core are designated 
by C1 and C2 and the row of cubicles closest to north is designated N1, N1.5 etc.  
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Figure 39: Electric Lights reading Transect D, F and H  

running S-N across the floor. Hand-held data collected over cubicles. 
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Figure 40: Daylight readings transects D, F and H  

running S-N across the floor. Hand-held data collected over cubicles. 

8.3.2 Hobo calibration and calculation of hourly cubicle total illumination 

To determine hourly illumination readings for each cubicle, the hourly readings of 
the Hobo (Hobocalibrated) nearest to that cubicle was modified with respect to the 
hand-held readings taken at that cubicle and that Hobo using the following 
formula.  

hourlyhourly Hobo
Hobo
CubicleCubicle ×=

max

max      -Eqn. 1 

Cubiclehourly  = Hourly cubicle total illumination 
Cubiclemax = Hand-held reading taken at the cubicle above the occupants chair 
with blinds open and lights on (condition 4) 
Hobomax = Maximum reading between 10:30am and 12:00pm for the day 
when the hand-held readings were taken. 
Hobohourly = Hourly data recorded by the Hobo 

8.3.3 Calculation for Daylight Illuminance 
To calculate daylight illuminance, it is assumed that the electric illuminance (EI) 
is a static reading for each cubicle. This electric illuminance was then subtracted 
from the hourly cubicle total illumination reading (Cubiclehourly) calculated using 
Eqn. 1 described in Section 8.3.2. 
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Electric illuminance readings (EI), taken using the hand-held light meter were 
found to be erroneous (as described in Section 8.4.4). Hence a proxy for electric 
illuminance (TImin) was used instead. Calculations for TImin are described in 
Section 8.4.4.  
Daylight Illuminance was calculated using Eqn. 2 below: 

 minTICubicleDI hourlyhourly −=       -Eqn. 2 

DIhourly  = Hourly cubicle daylight illumination  
Cubiclehourly = Hourly cubicle total illumination 
TImin  = Single occurrence of the lowest reading of illumination between 
7:00am and 7:00pm, Mon - Fri for that cubicle 

8.3.4 Calculation of Illumination Range 
The single occurrence of the highest reading of daytime illuminance was 
computed (Tmax) from the readings between 7:00 am and 7:00 pm, for the twelve 
days of interest. Using Eqn. 3 below, the maximum illumination range (RI) was 
calculated. This was also a static reading for every cubicle. 

minmax TITIRI −=         - Eqn. 3 

RI = Illumination range for that cubicle 
TImax = Single occurrence of the lowest reading of illumination between 7:00am 
and 7:00pm for that cubicle 
TImin = Single occurrence of the highest reading of illumination between 7:00am 
and 7:00pm for that cubicle 
 

8.4 Call Center Study - Limitations in data collected on-site and 
work-arounds 
The data collected on-site was constrained by many factors beyond our control 
such as limitations on access to the SMUD buildings, availability of personnel on 
weekends and after office hours to do onsite data collection, Hobo malfunction, 
EMS malfunction etc. As a result, some of the data collected onsite was not 
complete.  
To work around these problems, we have at times made assumptions or used 
data collected on other days of the week or from other sources to compensate for 
missing data. In this section the problems in calibration of Hobo data due to 
missing onsite data, and our work-around is explained. 
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8.4.1 Missing hand-held data for maximum illuminance 
For the purpose of calibration of Hobos, readings from the hand-held light meter 
were to be recorded for the four conditions described in Section 8.3.1. Due to 
factors beyond our control, we were unable to take readings for all four 
conditions.  
On a Saturday, 11/23/2002 we recorded hand-held readings between 10:30am 
and 12:00pm for the following conditions of lighting in the Call Center space. 
1. Lights off, blinds closed 
2. Lights off, blinds open 
On an earlier weekday we recorded hand-held readings for electric illuminance 
only, taking readings at night time between 6:30 pm and 8:30 pm for the following 
condition. 
3. Lights on, blinds closed 
From the recorded data for these three conditions, we calculated data for the 
fourth missing condition of – ‘Light on, blinds open’ (HandHeldmax) using the 
following formula. 
Maximum Illuminance = Electric lights only + Daylight only 
Condition 4 = Condition 3 + (Condition 2 – Condition 1) 

8.4.2 Estimating corresponding Hobo data for Maximum Illuminance 
Since the missing hand-held data for maximum illuminance was estimated (as 
described in Section 8.4.1), Hobo data corresponding to that light condition 
(Hobomax) had to be estimated too.  
We postulated that the maximum illumination condition (Blinds open, lights on) 
would occur sometime on one of the weekdays that week 11/16/2002 - 
11/23/2002, between the hours of 10:30am to 12:00pm when the building was 
occupied. This assumption was based on our observations that lights are usually 
turned on by the workers in the mornings, and many of the occupants also open 
their blinds. Choosing the week of 11/16/2002 - 11/23/2002 also ensured that the 
sun angle for the incoming daylight was close to the sun angle on 11/23/2002 
when the hand held readings for maximum illuminance were taken. 
The Hobomax reading was taken to be the maximum instantaneous reading of 
that Hobo between 10:30am and 12:00pm for the days of the week of 11/16/2002 
- 11/23/2002.  

8.4.3 Hobo malfunction 
The distribution of Hobos in the Call Center for Phase 2 was made based on 
expected variations in daylighting. We learned from Phase 1 that the most 
amount of variation in daylight was next to the windows. The variation decreased 
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rapidly towards the core, and the core showed almost no variation in lighting 
(about 3-5 fc). This is shown in the graph in Figure 41 from the Phase 1 study.  
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Figure 41: Transect through Call Center from Phase 1 study  

showing little or no variation in readings from Hobos in the core. 

Hence in phase 2, 18 Hobos were placed near the north and south walls and 2 
Hobos in the core. This arrangement gave us higher resolution of illuminance 
data for the cubicles close to the windows. On inspection of data for 6 of the days 
recorded by the Hobos, it was noticed that the two Hobos in the core showed 
large variations in lighting levels for the 6 days (about 15-18 fc). This is shown in 
the graph in Figure 42. This was counter to the data reported by Hobos placed in 
similar locations in Phase 1, which showed little or no variation at all (See Figure 
41). Hand-held illumination data (shown in dotted line, labeled HH, in Figure 42) 
recorded by us was also not in agreement with the data being reported by the 
Hobos.  
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Figure 42: Transect F across the Call Center  

running N-S, showing light level readings at the cubicles recorded by Hobos. 

 
On basis of these observations, we concluded that the two Hobos in the core 
were recording illumination data incorrectly due to malfunction. We decided to 
replace the hourly data of the Hobos with static illuminance data recorded by the 
Minolta hand-held light meter for their positions. Figure 43 shows the graph after 
the Hobo data was replaced with the static hand-held light meter data.  
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Figure 43: Transect F across the Call Center w/ Hobo data replaced 

running N-S, showing light level readings at the cubicles recorded by Hobos after 
core 

8.4.4 Errors in recorded Electric Illuminance 
To get only electric illuminance readings at the cubicles, it was decided to take 
readings using the hand-held light meter at night (after sunset), when the Call 
Center is unoccupied. All lights in the Call Center were turned on to record 
electric illuminance (EI).  
On comparing these hand-held electric illuminance readings (EI) and total 
illuminance readings (TI) recorded by the Hobo, it was found that at many 
instances, total illuminance readings were less than electric illumination readings. 
This discrepancy could be because of two possible reasons: 
1. Extra lights were being turned on at night (not likely based on switching 

patterns and the variations in the lighting patterns we observed in the data) 
2. The electric lights nearest to the windows were indeed dimming during the 

day, in spite of the fact that it was reported to us by the facilities management 
at SMUD that there was no dimming in this wing (likely given the pattern of 
the readings.) 
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To fix this problem, the single occurrence of the lowest reading of daytime 
illumination was taken as a proxy for electric illumination (TImin). This reading was 
taken from the all readings between 7:00 am and 7:00pm, for the twelve days of 
interest. The TImin reading was created for every cubicle and was a static reading. 
Figure 44 is a graph of a transect across the Call Center running N-S. It shows 
the daytime electric illuminance calculated from the hand held readings (EI – bold 
dark line) along with the calculated proxy for the electric illuminance (TImin – 
dotted line). The other lines are total illuminance readings at various times of the 
day, recorded by the Hobo for each cubicle listed on the x-axis.  
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Figure 44: Transect F across the Call Center showing EI, TI@hour and TImin 

8.5 Desktop Study - Calculation for Electric Illuminance 
Similar to the Call Center study, we had two potential sources of information 
about electric illumination levels: the hand held readings taken on Saturdays 
under four blinds/lights conditions and the 15 minute interval Hobo readings 
collected during the study period. Unfortunately, the hand held data collected on 
Saturdays was not completed due to time restrictions and hence could not be 
used for all cubicles.  
Our observation of Hobo data plotted as a graph for a typical day as shown in 
Figure 45, reveled that unlike in the Call Center study, the electric illumination 
could be easily identified from the graph as the flat line or ‘shoulder’ reading on 
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the graph before sunrise and after sunset. In Figure 45, the sunrise and sun set 
time are marked by the gray area. We could not use EImin as the minimum 
reading from 7:00 am to 7:00 pm for the entire set of data as we did in the Call 
Center study, since the different floors and buildings had different times for 
shutting off their electric lights.  
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Figure 45: Plot of total illumination from a Hobo for 31st October.  

Grey area indicates time of day with sun 

In the case shown in Figure 45, the electric illuminance reading was taken as 27 
fc. These shoulder readings were considered for all cubicles in which the electric 
illuminance could not be determined due to missing or incomplete hand held 
electric illuminance data. 

8.6 Desktop Study - Calculation for Daylight Illuminance 
Daylight Illuminance was calculated using Eqn. 4 below: 

 EICubicleDI hourlyhourly −=       -Eqn. 4 

DIhourly  = Hourly cubicle daylight illumination  
Cubiclehourly = Hourly cubicle total illumination from Hobo readings 
EI  = Electric Illuminance from either hand held readings, or from 
shoulder readings from graphs of Hobo readings. 
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9. CALCULATION OF VENTILATION RATES 

An important consideration for worker performance is the ventilation in their work 
environment. Ventilation rates in an office environment have been shown in past 
studies to affect the worker performance (Fisk study). We collected 
environmental data for calculating ventilation rates for both the Call Center and 
the Desktop study, but to insufficient data, calculated ventilation rates for only the 
Call Center study. This section describe in detail, the methodology used in 
processing and calculating the ventilation data based on the collected supply air, 
return air, outside air and mixed air temperatures. 

9.1 Reason for Using CFM per Person as Ventilation Variable 
The CFM Metric could be calculated as either CFM of outside air per square foot 
of area, or CFM of outside air per person which could be calculated by dividing 
the population of the Call Center for that hour with the outside air CFM. We 
choose CFM of outside air per square foot in order to avoid co-linearity with 
another important explanatory variable, Population. 
Calculation of the outside air in cubic feet per minute (CFM) is described in 
sections below. The Call Center floor is served by two interdependent air 
handling units, AH14 and AH16, that serve 37% and 67% of the floor area 
respectively. Hence the final outside air CFM for the Call Center was calculated 
using the above fractions from both air handlers.  

9.1.1 Calculation of O/A CFM per Person 
To calculate Outside-Air CFM per Person (CFMO/A) , first the outside air fraction 
which the economizer admits into the HVAC system, has to be calculated. A 
method was devised using air temperature readings at various points in the 
system to calculate outside air fraction. This is represented in the equation 
below: 

( )
( )returnAO

returnmixed

TT
TTAO

−
−

=
/

/        - Eqn. 4 

O/A = Outside air fraction 
Tmixed  = Temperature of air mixed with the outside air at the air handler 
Treturn = Temperature returning from the conditioned space  
TO/A = Outside air temperature  
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To calculate O/A CFM per Person from outside air fraction, the following equation 
was used: 

people
AO N

CFMAOCFM ×
=

/
/        - Eqn. 5 

CFMO/A = Hourly average of Outside-Air CFM per person 
O/A = Outside air fraction 
CFM = Hourly average of conditioned air delivered into the space, in cubic feet 
per minute 
Npeople = Number of people in the Call Center at the given hour 
 

9.2 Missing Data in Calculation of Hourly Outside-Air CFM per 
Person. 
During our study, some data that could not be measured or recorded by our 
survey team was requested from SMUD’s Energy Management System. We 
requested SMUD for outside air temperature (TO/A) recorded at a weather station 
located on the SMUD building site, return air temperature from the conditioned 
space in the Call Center (Treturn), and amount of conditioned air being delivered 
into the Call Center (CFM). We requested this data for the entire period of our 
study. Unfortunately, the data set provided to us had two sections of missing 
data. These two sections were: 
11/06/2002  10:51 am –  11/10/2002 11:51 am 
11/20/2002 11:30 am –  11/22/2002 05:32 pm 
This data was required for the calculation of the average hourly outside-air CFM 
per person. To be able to complete this calculation for the entire study period, we 
had to substitute missing data from other sources.  
For days with missing TO/A, Treturn, and CFM, their corresponding data was 
substituted from other sources or calculated using available values. The missing 
TO/A data was substituted by using recorded hourly air temperature at the 
Sacramento airport for the missing days. This data was obtained from 
AccuWeather.com. The data was first checked for consistency with SMUD’s 
weather data for the days other than those with missing data. This is explained 
further in Section 9.2.1. 
The missing data for Treturn was substituted by the average air temperature of the 
Call Center space recorded hourly by the Hobos. 
The missing data for CFM was calculated by regression using outside-air 
temperature as a predictor for CFM. This is explained further in Section 9.2.2 
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9.2.1 Matching AccuWeather data with SMUD weather station data 
To make sure that the data collected from the weather station at the airport, 
matched with the data collected at the SMUD weather station, provided by 
SMUD, we checked the AccuWeather outside air temperature data against 
SMUD’s outside air temperature data for the days other than those with missing 
data. A plot of the data showed that the air temperature recorded in the 
AccuWeather weather file had  
a. A time lag of about 90 minutes as compared to the SMUD weather file.  
b. The daily temperature extremes (peaks and lows) for each day in the 

AccuWeather data were greater than the corresponding temperatures 
extremes in  the SMUD weather file 

This was probably due to the difference in location of about 15 miles between the 
two weather stations. The weather file from AccuWeather was hence shifted by 
90 minutes to get better coherence between the two data sets. 

9.2.2 Calculating missing CFM from outside-air temp  
To calculate missing data for CFM, a hypothesis was made that, since the HVAC 
system is a variable air volume system, the CFM of conditioned air being 
delivered into the Call Center space is directly related to the outside air 
temperature.  
For the days without missing data, the values of CFM and the outside air 
temperature (reported by SMUD’s Energy Management System) were plotted on 
a scatter graph. This graph is shown in Figure 46. A linear relation between CFM 
and outside-air-temperature was found to have an R2 of 0.7461 and an equation 
as given below: 

( ) 13769802.72 ? +×= AOTCFM       - Eqn. 6 

CFM = Hourly averaged conditioned air being delivered into the space in cubic 
feet per minute 
TO/A = Outside air temperature  
The above equation of this linear relation was then used to predict CFM for the 
missing days. 
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Figure 46: Scatter graph of CFM delivered vs. Outside-Air-Temperature (TO?A). 

9.3 Ventilation Rates for Desktop Study  
An attempt was made to calculate the outside air CFM for the Desktop study, 
similar to the one done in the Call Center study. However, due to lack of 
sufficient data from the EMS, for our test days we were unable to provide a 
accurate outside air CFM for the given test days.  
During our study, some data that could not be measured or recorded by our 
survey team was requested from SMUD’s Energy Management System. We 
requested SMUD for outside air temperature (TO/A) recorded at a weather station 
located on the SMUD building site, return air temperatures from the conditioned 
spaces in all the spaces considered for this study (Treturn), and amount of 
conditioned air being delivered to each of these spaces (CFM). We requested 
this data for the entire period of our study. Unfortunately, the data set provided to 
us had critical pockets of missing data. These missing pockets of data coincided 
with the days we administered the mini-tests—the time period we most needed 
for the analysis. We administered the mini-tests on October 24th and 31st, 
November 7th, 14th and 21st. Of these days, we received data for only October 
24th and November 14th for the CSC building due to problems with the EMS 
system data collection routine.  
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We had the option of performing an exercise similar to the call center study 
outside air CFM calculations for the side-by-side study. However, it was not 
possible to account for the variance in weather over the side-by-side study period 
with such limited data to manipulate.  
The CSC building HVAC system is complex with multiple air handlers serving 
multiple thermal zones on multiple floors. Each floor is composed of up to three 
core zones and three perimeter zones, all of which are supplied by different air 
handlers (see section “CSC Building description” in main report) . There was no 
clear metric as to what quantity of air supplied by each air handler went to each 
of its related spaces. Thus while we could calculate the total CFM supplied by a 
given air handler, we did not have any metric for distributing that CFM reliably 
between the six of eight thermal zones that air handler supplied. 
In view of these data limitations and the complex nature of the system, we 
decided not to pursue the outside air CFM as a variable in our analysis of the 
side-by-side study. 


